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Tests of the fire behaviour for the determination of the fire resistance duration and 
evaluation of the tension loaded anchors  
 

fischer injection anchor FIS V  
 

of the dimensions M8 – M30 

 
designed in the tension zone of reinforced concrete slab sections of a strength  

class ≥ B 25. 
 
 
Test instruction: following DIN 4102-2: 1977-09 
 
 
The supplementary document comprises 3 pages and is a precise of the test report no. 
3038/8141-3 from 10/01/2002.  
 
The supplementary document is valid like the test report mentioned above until 
10/01/2004.  
 
 
 
 
 
The publishing of the supplementary document of the test report No. 3038/8141-3 from 10/01/2002 is herewith allowed. 
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Summary of the test results: 
 
Due to the inspection results achieved in the test report mentioned above, the 
corresponding fire resistance duration values for the fischer injection anchor FIS V 
subjected to the maximum tension loads can be determined according to the following 
table 1 and 2. 
 
Table 1:  Fire resistance duration of the fischer injection anchor FIS V with anchor 

rod FIS G of the dimensions M 8 - M 30 and internal thread sleeve FIS I 
(RG MI) of the dimensions M 8 - M 16 made of galvanized steel subjected 
to the maximum tension load 

 

 fire resistance duration in minutes 

Designation 30  
max. N 

[kN] 

60  
max. N  

[kN] 

90 
max. N  

[kN] 

120  
max. N 

[kN] 

M 8 ≤ 1,90 ≤ 0.80 ≤ 0.30 ≤ 0.15 

M 10 ≤ 4.50 ≤ 2.10 ≤ 1.00 ≤ 0.60 

M 12 ≤ 8.50 ≤ 3.60 ≤ 2.10 ≤ 1.50 

M 16 ≤ 13.50 ≤ 6.40 ≤ 4.00 ≤ 3.00 

M 20 ≤ 21.00 ≤ 10.00 ≤ 6.00 ≤ 4.50 

M 24 ≤ 30.00 ≤ 4.00 ≤ 9.00 ≤ 6.50 

M 30 ≤ 45.00 ≤ 22.00 ≤ 14.00 ≤ 10.00 

 
 
Table 2:  Fire resistance duration of the fischer injection anchor FIS V with anchor 

rod FIS G of the dimensions M 8 - M 30 made of stainless steel  A4 and of 
high-corrosion resistant steel with the material-no. 1.4529 as well as the  
internal thread sleeve FIS I (RG MI) of the dimensions M 8 - M 16 made of 
stainless steel A4 subjected to the maximum tension load 

 

 fire resistance duration in minutes 

Designation 30  
max. N 

[kN] 

60  
max. N  

[kN] 

90 
max. N  

[kN] 

120  
max. N 

[kN] 

M 8 ≤ 4.30 ≤ 0.80 ≤ 0.30 ≤ 0.15 

M 10 ≤ 7.50 ≤ 2.10 ≤ 1.00 ≤ 0.60 

M 12 ≤ 11.00 ≤ 5.70 ≤ 3.90 ≤ 3.00 

M 16 ≤ 25.00 ≤ 10.00 ≤ 5.80 ≤ 4.00 

M 20 ≤ 32.00 ≤ 15.00 ≤ 9.00 ≤ 6.00 

M 24 ≤ 45.00 ≤ 22.00 ≤ 13.00 ≤ 9.00 

M 30 ≤ 70.00 ≤ 35.00 ≤ 20.00 ≤ 14.00 
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Special references 
 
The evaluation mentioned above is only valid for the fischer injection anchor FIS V with 

anchor rod FIS G of the sizes M8 – M 30 made of galvanized steel strength class ≥ 5.8 
and stainless steel grade A 4 as well as high corrosion-resistant steel with the material-no.  
1.4529 and with internal thread sleeve FIS I of the sizes M 8 - M 16 made of galvanized 

steel strength class ≥ 5.8 and of stainless steel A4 considering the boundary conditions of 
the Technical data sheets of the applicant.  
 
The evaluation of the fischer injection anchor is only valid in dependence with on one-side 
flamed reinforced concrete components, being classified at least with the fire resistance 
class according to the fire resistance duration of the anchors. 
 
The validity of the supplementary document ends at the validity date 10/01/2004 of the test 
report mentioned above. 
 
 
 
Original paper signed by 
 
i. V.       
RD Dr.-Ing. Wesche      Dipl.-Ing. Nause 
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